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A B

TIP CRL

PUMP

PLUMBING CONTRACTOR

PRESSURE REDUCING VALVE

PUMP DISCHARGE

PIPE CONNECTION AT CEILING

PC

PRV

PD

P

PCAC

HVAC CONTRACTOR

OIL INTERCEPTOR

HORSEPOWER

HOT WATER CIRCULATING PUMP

HOT WATER RECIRCULATI0N

KITCHEN SINK

LAUNDRY TUB

INVERT ELEVATION

LAVATORY

MANHOLE

METER

NOT TO SCALE

NOT IN CONTRACT

MIXING VALVE

MOP SERVICE BASIN

HOT WATER

LAV

MV

NIC

NTS

OI

M

MH

MSB

LT

INV

KS

HC

HWR

HWCP

HP

HW

FURNISHED BY OTHERS

FLOOR DRAIN

FIRE DEPARTMENT CONNECTION

FIRE HYDRANT

FROM FLOOR BELOW

FROM FLOOR ABOVE

FLOOR CLEANOUT

GAS

GLOBE VALVE

GENERAL CONTRACTOR

FIRE PROTECTION PIPING

FOOTING TILE

FLOOR SINK

GALLONS PER MINUTE

GALLONS PER HOUR

GAS WATER HEATER

GREASE TRAP

GAS METER

HOSE BIBB

GATE VALVE

GPM

HB

GT

GWH

GV

G

GC

GL.V

GPH

GM

FFA

FFB

FH

FT

FS

FP

FBO

FD

FDC

FCO

CIRCULATING PUMPCP

DOWN THROUGH FLOOR

DOWN SPOUT NOZZLE

EXISTING

ELECTRIC WATER COOLER

ELECTRIC WATER HEATER

FAHRENHEIT DEGREES

EXPANSION TANK

DRAIN-WASTE-VENT

ELECTRICAL CONTRACTOR

DOMESTIC WATER HEATER

DRAIN LINE

DOWNSPOUT

DOWN

DRINKING FOUNTAIN

DUCTILE IRON

CLEANOUT

COLD WATER

CHECK VALVE

CLINICAL SINK

DI

EWC

EC

EWH

F

ET

EXIST.

DTF

DSN

DWH

DWV

DN

DS

DF

D

CKV

CW

CO

CS

ABOVE SUSPENDED CEILING

ABOVE FINISHED FLOOR

ABOVE GRADE

AIR COMPRESSOR

AREA DRAIN

BALANCING VALVE

BATHTUB

BALANCING COCK

BACKFLOW PREVENTER

BALL VALVE

BRITISH THERMAL UNIT

COMPRESSED AIR

CUBIC FEET PER HOUR

CATCH BASIN

CONCRETE EQUIPMENT BASE

CAST IRON

CEB

CI

CB

CFH

CA

BT

BC

BFP

BV

BTU

BAV

AFF

AG

AC

AD

ASC

YCO

YH

WV

WM

WCO

WF

WHA

WH

WG

VB

WC

VTR

V

UNO

YARD HYDRANT

YARD CLEANOUT

WET VENT

WASH FOUNTAIN

WALL CLEANOUT

WATER GAUGE

WALL HYDRANT

WATER HAMMER ARRESTOR

WATER METER

VACUUM BREAKER

VENT THROUGH ROOF 

WATER CLOSET

UNLESS NOTED OTHERWISE

VENT

TW

STR

SP

SK

ST

SS

SH

RWL

SAN

SF

RD

RV

SUMP PUMP

TEMPERED WATER

SERVICE SINK

STORM SEWER

STRAINER

SINK

SHOWER

RAIN WATER LEADER

RELIEF VENT

ROOF DRAIN

SANITARY SEWER

SQUARE FOOT

TP TRAP PRIMER

SCRUBBER DRAINSD

DTF DOWN THRU FLOOR

EMERGENCY STORM SEWEREST

SHUT-OFF VALVE (GATE, BALL, ETC.)

BALANCING VALVE (X INDICATES GPM)

STRAINER

GLOBE VALVE

RELIEF VALVE (X INDICATES 
X

P  - PRESSURE

T  - TEMPERATURE

PT - COMBINATION PRESS/TEMP)

(X)

BRANCH CONNECTION - BOTTOM

BRANCH CONNECTION - TOP

CHECK VALVE

ELBOW - TURNED DOWN

ELBOW - TURNED UP

CAP

FLEXIBLE CONNECTOR

DIRECTION OF FLOW

DIRECTION OF DOWNWARD PITCH

P

PRESSURE GAUGE

PT
PRESSURE/TEMPERATURE TAP

CIRCULATING PUMP

UNION

PIPE GUIDE (PG)

PIPE ANCHOR (PA)

WHA-X

FLOOR DRAIN

ROOF DRAIN

WALL HYDRANT

HOSE BIBB

WATER HAMMER ARRESTOR (X INDICATES PDI SIZE)

THERMOMETER

SHUT-OFF VALVE IN RISER

WATER METER/GAS METER

CLEANOUT (FLOOR/WALL)
FCO WCO

WH

HB

PLUMBING FIXTURE No. (SEE SCHEDULE)

PRESSURE REDUCING VALVE

DRAWING SECTION NUMBER

DWG. WHERE FOUND

DRAWING DETAIL NUMBER

DWG. WHERE FOUND

105 ROOM NUMBER

REDUCER

PLUMBING SPECIALITY No. (SEE SCHEDULE)

PLUMBING EQUIPMENT No. (SEE SCHEDULE)

P

WC-1

M

CW

GAS

PD

ST

V

HWR

HW

SAN

D

1. THIS LEGEND SHEET IS FOR THE PLUMBING CONTRACTOR REFERENCE ONLY. NOT
ALL SYMBOLS AND/OR ABBREVIATIONS MAY APPLY TO THIS PARTICULAR PROJECT.
ANY ADDITIONS OR OMISSIONS FROM THIS LEGEND SHEET DOES NOT IMPLY
INCLUSION AND/OR EXCLUSION OF ANY PARTICULAR ITEM FROM THE PROJECT.

2. THE PLANS ARE DIAGRAMMATIC AND INDICATE ONLY THE SIZE AND GENERAL
ARRANGEMENT OF PIPING AND EQUIPMENT. EXACT LOCATION OF ALL ELEMENTS
SHALL BE DETERMINED AS WORK PROGRESSES, IN COOPERATION AND
COORDINATION WITH THE WORK OF ALL OTHER TRADES. IT IS NOT INTENDED TO
SHOW EVERY ITEM OF WORK OR MINOR PIECE OF EQUIPMENT, BUT THE
CONTRACTOR SHALL FURNISH AND INSTALL WITHOUT ADDITIONAL
REMUNERATION ANY COMPONENT NECESSARY TO COMPLETE THE SYSTEM IN
ACCORDANCE WITH THE BEST PRACTICE OF THE TRADE.

3. ITEMS OF WORK OR EQUIPMENT SHOWN ON THE DRAWINGS ONLY, OR CALLED
FOR IN THE SPECIFICATIONS ONLY, SHALL BE FURNISHED AND INSTALLED IN THE
SAME MANNER AS IF THEY APPEARED ON BOTH THE DRAWINGS AND
SPECIFICATIONS.

4. DRAWINGS DO NOT INDICATE ALL OFFSETS, CHANGES IN ELEVATIONS, ETC.
WHICH MAY BE REQUIRED. THE CONTRACTOR SHALL MAKE SUCH CHANGES IN
PIPING AND LOCATION OF EQUIPMENT, ETC. TO ACCOMMODATE WORK WITH THAT
OF OTHER CONTRACTORS.

5. INSTALL EQUIPMENT AND PIPING TO AVOID INTERFERENCE WITH THE OPERATION
OR SERVICING AND MAINTENANCE OF EQUIPMENT.

6. PIPES PENETRATING FIRE WALLS AND FLOORS SHALL BE FIRESTOPPED AS
SPECIFIED. REFER TO THE ARCHITECTURAL DRAWINGS FOR FIRE WALL AND
FLOOR LOCATIONS.

7. ALL PHYSICAL ATTRIBUTES OF EQUIPMENT AND DEVICES ARE BASED ON THOSE
MANUFACTURERS LISTED IN THE SPECIFICATIONS AND/OR THE EQUIPMENT
SCHEDULES. THE RESPECTIVE CONTRACTORS ARE RESPONSIBLE FOR ALL
CHANGES BROUGHT ABOUT BY USE OF ITEMS BY OTHER MANUFACTURERS. THE
ARCHITECT/ENGINEER HAS RESERVED THE RIGHT TO REJECT ITEMS BY OTHER
MANUFACTURERS IF THOSE ITEMS DO NOT MATCH THE PHYSICAL ATTRIBUTES OF
THE MANUFACTURERS LISTED.

8. COMPLY WITH THE VIRGINIA IPC 2009 PLUMBING CODE, VIRGINIA BUILDING CODES,
VIRGINIA STATE ENERGY CONSERVATION CONSTRUCTION CODE, AND OTHER
APPLICABLE CODES.

9.     PROVIDE ACCESS DOORS IN GYPSUM BOARD CEILINGS AT ALL ISOLATION VALVES
FOR VALVE ACCESS.

COLD WATER

HOT WATER

HOT WATER CIRCULATING

SANITARY SEWER

VENT

STORM SEWER

DRAIN

PUMP DISCHARGE

NATURAL GAS

O/W SAN OIL/ WATER SANITARY SEWER

EQUIPMENTEQ

ENGINE OILEO

FLUID LUBRICATIONFL

M

LOW POINT DRAINLPD

O/W VENT OIL/WATER VENT

TW TEMPERED WATER

TP TRAP PRIMER

PHW PRESSURIZED HOT WATER

MIXING VALVE

BELOW FINISHED FLOORBFF

DRAINAGE FIXTURE UNITSDFU

COLD WATER FIXTURE UNITSCWFU

HOT WATER FIXTURE UNITSHWFU

UR URINAL

DOUBLE WALL FIBERGLASSDW FRP

REINFORCED PIPE

ELECTRONIC TRAP PRIMING MANIFOLDETP

DOUBLE DETECTOR CHECK VALVEDDCV

FIBERGLASS REINFORCED PIPEFRP

UST UNDERGROUND STORAGE TANK

WW WASTE WATER (REUSE)

HWW HIGH PRESSURE WASTE WATER (REUSE)

HPHW HIGH PRESSURE HOT WATER

COMMON VENTCV

COMBINATION WASTE AND VENTCWV

INDIVIDUAL VENTIV

WSV WASTE STACK VENT

INTERNATIONAL FUEL GAS CODEIFGC

EYE WASH/EMERGENCY SHOWEREW/ES

TMV THERMOSTATIC MIXING VALVE

TPV TRAP PRIMER VALVE

PLUMBING EXPANSION TANKPET

DISTRIBUTION UNIT (TRAP PRIMER)DU
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2.1

3.1

4.1

4.2

5.1

6.1

7.2

6

7

POURED IN PLACE
TRENCH DRAIN

(TYP.)

2"O/W
VENT UP

INV. EL.
830.40'

2"VENT UP

2"VENT UP
2"VENT UP

FCO

FCO

FCO

FCO

FCO

FCO YCO YCO

FCO

FCO

FCO

2"SAN UP
TO SINK

2"SAN UP

POURED IN PLACE
TRENCH DRAIN (TYP.)

POURED IN PLACE
TRENCH DRAIN (TYP.)

POURED IN PLACE
TRENCH DRAIN (TYP.)

GAS UP TO
METER SET

SERVICE LANE
S1

WATER
RECYCLING

M135

MECH RM
M134

COMPRESSOR
ROOM
M133

TOILET
M131

CUSTODIAL
M130

IT/WIRING ROOM
M129

WORK AREA
M128A

SERVICE
CONTROL

M126

SERVICE
STORAGE

M127

VACUUM
M128

FARE COLLECTION
& VAULT

M125

CHASSIS WASH
M1

PARTS CLERK
M123A

PARTS
STORAGE

M123

RECEIVING
M122

BATTERY
M121

GROUNDS
M120

TIRE STORAGE
M124

HVAC BAY
M2

TIRE BAY
M3

FUTURE
M4

REPAIR BAY
M5

REPAIR BAY
M6

REPAIR BAY
M7

INSPECTION
BAY
M8

SUPERINTENDANT
M110

CONSULTATION
M109

LIBRARY
M108

MAINTENANCE
BREAK ROOM

M107

CUSTODIAL
M106

WOMENS
LOCKER/SHOWER

M105A

WOMENS
TOILET
M105

MENS
TOILET
M104

MENS
LOCKER/SHOWER

M104A

RECYCLING
M114

WORKSTATIONS
(3)

M111

FARE BOX
REPAIR

M112

COMMON
WORK AREA

M113

SPEC. TOOLS
M100

TOOL STORAGE
1

M101

TOOL STORAGE
2

M102

TOOL STORAGE
3

M103

LUBE ROOM
M118

ELEC. RM.
M117

MECH. RM.
M116

FIRE PUMP
ROOM
M135A

AISLE
S1A

AISLE
M9A

CORRIDOR
M11

PORTABLE
ELEC. STOR.

M119

CORRIDOR
M10

PASSAGE
M12A

LAUNDRY
M115

USED OIL
M113A

CORRIDOR
M14

AISLE
M9B

3"FD FOR ICE
MACHINE

2"SAN UP TO
URINAL

4"SAN UP TO
WC (TYP.)

2"SAN UP TO
LAV (TYP.)

2"VENT UP

INSTALL NO-HUB ELBOW
DOWN. BOTTOM OF
ELBOW TO BE 2"
ABOVE BOTTOM
OF PIT

INV. EL.
829.00'

INV. EL.
827.00'

INV. EL.
832.42'

INV. EL.
832.83'

FD-2

FD-2

FD-2

FD-2

FD-2

FD-2

FD-1FD-1

FD-1
FD-1FD-1

FD-1

FD-1

FD-1
FD-2

FD-2

FD-1

FD-1

FD-1

FD-2

CB-1

FCO

INV. EL. 833.00'

INV. EL. 830.11'

INV. EL.
830.37'

4"PIPE JOINING PITS
W/ 45° ELBOW POINTING

DOWN ON BOTH
ENDS. PENETRATION
THROUGH PIT WALL

INV. EL. 832.00'

RECLAIM WATER TANK
OVERFLOW FROM
ABOVE. SEE NOTE 1
INV. EL. 832.00'

INV. EL.
831.32'

STUB OUT 6"INTO
TRENCH DRAIN

(TYP. OF 2)

FD-1

FD-1FD-1 FD-1

FD-1
FD-1

FD-1

FD-1

FD-2

3"O/W
VENT UP

FD-2

2"O/W VENT
UP

1/2"TP FROM
ABOVE

1/2"TP FROM
ABOVE

(TYP. OF 4)

1/2"TP FROM
ABOVE

2"SAN UP
TO LAV

1/2"TP FROM
ABOVE

4"SAN UP
TO WC

1/2"TP
FROM
ABOVE

1/2"TP
FROM
ABOVE

1/2"TP FROM
ABOVE
(TYP. OF 2)

1/2"TP
FROM
ABOVE

1/2"TP
FROM

ABOVE

FCO2"VENT UP

1/2"TP FROM
ABOVE

1/2"TP FROM
ABOVE

FD-3

FD-3

FD-3

PASSAGE
M132

COMMON AISLE
M9

CORRIDOR
M12

CORR
M13

WASH LANE
S2

AISLE
S2A

1/2"TP
(TYP. OF 2)

INSTALL DUCTILE IRON PIPE SLEEVE UNDER
FOUNDATION WALL.  SLEEVE TO BE 2 SIZES
LARGER THAN WATER SERVICE PIPE (TYP.)

INSTALL 8"DUCTILE IRON PIPE
SLEEVE WHERE DRAINS PASS

UNDER FOOTINGS (TYP.)

INSTALL 8"DUCTILE IRON PIPE
SLEEVE WHERE DRAINS PASS

UNDER FOOTINGS (TYP.)

PIT HAS NO DRAIN
OUTLET. IN CASE OF

BATTERY BREAKAGE.

10"DUCTILE IRON PIPE SLEEVE

INV. EL. 830.17'
TYP. AT TRENCH

DRAINS

INV. EL.
828.33'

FD-2

1/2"TP FROM
ABOVE (TYP. OF 2)

FCO

[ 
-1

'-4
 1

/4
" 

]

[ 
-1

'-4
 1

/4
" 

]
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A B

TIP CRL

CONSTRUCTION NOTES:
1. BUS WASH EQUIPMENT AND ABOVEGROUND PIPING
TO BE INSTALLED BY BUS WASH MANUFACTURE TANK
OVERFLOW DRAIN LOCATIONS TO BE COORDINATED
WITH FINAL EQUIPMENT LAYOUT.

2. WATER SUPPLY TO BUS WASH EQUIPMENT FROM
OUTLET OF RPZ INSTALLED BY BUS WASH
MANUFACTURE.

SCALE:1
PARTIAL FLOOR PLUMBING PLAN - AREA A

1/8" = 1'-0"
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2"VENT UP

2"VENT UP

2"VENT UP

2"VENT UP

2"SAN UP
TO SINK

2"VENT UP

FCO

FCO

FCO

YCO

FCO

POURED IN PLACE
TRENCH DRAIN (TYP.)

2"VENT UP

REPAIR BAY
M7

INSPECTION
BAY
M8

SPEC. TOOLS
M100

TOOL STORAGE
1

M101

TOOL STORAGE
2

M102

TOOL STORAGE
3

M103

MECH. RM.
M116

FINANCE
A109

HR
A108

A. GM
A107

GM
A106

CONF B
A103

CONF A
A102WORKSTATIONS

A112
CLOSET

A105

REC
A101

TRAIN OFF.
& STORAGE

A115

UNISEX
TOILET

A116

UNISEX
TOILET

A117

CORRIDOR
A3

WAITING AREA
A101A

VEST
A100

MOBILITY
CENTER

A120

OPS TRAINING
RM

A118

MAINT TRAINING
RM

A119

EXCERCISE
A142

MOBILITY OFF
A121

FLEX
A122

OPS SUPER
A128

SUPER
A129

SECURITY
A130

VESTIBULE
A131

PANTRY/
BREAK RM

A139

READY ROOM
A138

VESTIBULE
A141FIXED ROUTE

DISPATCH
A137

PARATRANSIT
DISPATCH

A136

FILE
STORAGE

A135

CUSTODIAL
A134

LOCKERS
A140

STORAGE
A123

IT
A127

IT OFFICE
A126

WORK AREA
A125

MENS
TOILET

A132WOMENS
TOILET

A133

A133A

A133B

A132A

A132B

PAYROLL
A110

LOST &
FOUND

A104

ID/PHOTO
A113

MARKETING
A114

USED OIL
M113A

CORRIDOR
M14

CORRIDOR
A2

PLANNING
A111

CORRIDOR
A1

CORRIDOR
A4

CORRIDOR
A5

AISLE
M9B

PASSAGE
A6

CORRIDOR
A7

A SUPER
A124

3"FD FOR ICE
MACHINE

FCO

INV. EL.
827.00'

INV. EL.
828.71'

FD-2

FD-2

FD-1
FD-1

FD-1

FD-1

FD-1

FD-2

FD-1

FD-1

FD-1

FD-1

FD-1

FD-1

2"SAN UP
TO LAV'S
(TYP.)

2"SAN UP
TO LAV'S
(TYP.)

(TYP. OF 4)

2"SAN UP
TO LAV'S

FCO

4"SAN UP
TO WC'S

FD-1

FD-1FD-1

FD-1

1/2"TP FROM
ABOVE
(TYP. OF 2)

1/2"TP FROM
ABOVE
(TYP. OF 2)

1/2"TP
FROM
ABOVE

1/2"TP FROM
ABOVE

CORR
M13

INSTALL 8"DUCTILE IRON PIPE
SLEEVE WHERE DRAINS PASS

UNDER FOOTINGS (TYP.)

INSTALL 8"DUCTILE IRON PIPE
SLEEVE WHERE DRAINS PASS
UNDER FOOTINGS (TYP.)
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A B

TIP CRL

SCALE:1
PARTIAL FLOOR PLUMBING PLAN - AREA B

1/8" = 1'-0"
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2.1

3.1

4.1

4.2

5.1

6.1

7.2

6

7

GAS METER SET BY
UTILITY COMPANY
SEE GAS PIPING
SCHEMATIC ON
DWG P201

PIPE BOLLARDS

FD-2

8"FIRE PROTECTION
WATER SERVICE FROM
BELOW W/ SHUTOFF AND
BLIND FLANGE. SEE FIRE
PROTECTION DRAWINGS
FOR CONTINUATION

4"DOMESTIC WATER
SERVICE FROM BELOW.
METER AND BFP LOCATED
IN HEATED ENCLOSURE ON
SITE

HB-1

HB-1 HB-1 HB-1 HB-1 HB-1 HB-1

PET-1

FD-2

FD-2

FD-2

FD-2

FD-2

FD-1FD-1

FD-1

FD-1
FD-1

FD-1

FD-1

FD-1
FD-2

EW/ES

FD-2

EW/ES

EW/ES

4"AIR INTAKE UP
THROUGH ROOF

4"EXHAUST UP
THROUGH ROOF

3"O/W VENT FROM
BELOW

3"O/W VENT UP
3"O/W VTR

FD-1

2"VENT FROM
BELOW

2"VENT FROM
BELOW

2"VENT UP
3"VTR

FD-2

EW/ES
EW/ES

BOILER  HWB-1, 2
AND 3, 750MBH EACH,

REGULATOR BY
UTILITY

SERVICE LANE
S1

WATER
RECYCLING

M135

MECH RM
M134

COMPRESSOR
ROOM
M133

TOILET
M131

CUSTODIAL
M130

IT/WIRING ROOM
M129

WORK AREA
M128A

FARE COLLECTION
& VAULT

M125

CHASSIS WASH
M1

PARTS CLERK
M123A

PARTS
STORAGE

M123

RECEIVING
M122

BATTERY
M121

GROUNDS
M120

TIRE STORAGE
M124

HVAC BAY
M2

TIRE BAY
M3

FUTURE
M4

REPAIR BAY
M5

REPAIR BAY
M6

REPAIR BAY
M7

INSPECTION
BAY
M8

SUPERINTENDANT
M110

CONSULTATION
M109

LIBRARY
M108

MAINTENANCE
BREAK ROOM

M107

CUSTODIAL
M106

WOMENS
LOCKER/SHOWER

M105A
WOMENS
TOILET
M105

MENS
TOILET
M104

MENS
LOCKER/SHOWER

M104A

RECYCLING
M114

WORKSTATIONS
(3)

M111

FARE BOX
REPAIR

M112

COMMON
WORK AREA

M113

SPEC. TOOLS
M100

TOOL STORAGE
1

M101

TOOL STORAGE
2

M102

TOOL STORAGE
3

M103

LUBE ROOM
M118

ELEC. RM.
M117

MECH. RM.
M116

FIRE PUMP
ROOM
M135A

AISLE
M9A

CORRIDOR
M11

PORTABLE
ELEC. STOR.

M119

CORRIDOR
M10

PASSAGE
M12A

LAUNDRY
M115

USED OIL
M113A

CORRIDOR
M14

AISLE
M9B

FD-1

FD-1

1/2"CW DN TO
ICE MACHINE
INSTALL BFP-1
AT CONNECTION

2"O/W VENT
FROM BELOW

CB-1

FD-2

SERVICE
CONTROL

M126

SERVICE
STORAGE

M127

VACUUM
M128

WH-1

WH-1

FD-2

FD-3

FD-3

FD-3

AISLE
S1A

COMMON AISLE
M9

CORRIDOR
M12

CORR
M13

WASH LANE
S2

AISLE
S2A

PASSAGE
M132

PRESSURE
REGULATOR

(TYP.)

WH-1 WH-1 WH-1
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A B

TIP CRL

SCALE:1
PARTIAL FLOOR PLUMBING PLAN - AREA A

1/8" = 1'-0"

CONSTRUCTION NOTES:
1. BUS WASH EQUIPMENT AND ABOVEGROUND PIPING
TO BE INSTALLED BY BUS WASH MANUFACTURE TANK
OVERFLOW DRAIN LOCATIONS TO BE COORDINATED
WITH FINAL EQUIPMENT LAYOUT.

2. WATER SUPPLY TO BUS WASH EQUIPMENT FROM
OUTLET OF RPZ INSTALLED BY BUS WASH
MANUFACTURE.

3. INSTALL ACCESS DOORS IN WALLS OR CEILINGS
FOR ISOLATION VALVES AND TRAP PRIMER VALVES.
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TIP CRL

SCALE:1
PARTIAL FLOOR PLUMBING PLAN - AREA B

1/8" = 1'-0"

CONSTRUCTION NOTES:
1. INSTALL ACCESS DOORS IN WALLS OR CEILINGS
FOR ISOLATION VALVES AND TRAP PRIMER VALVES.



3"VTR

3"VTR

3"VTR

3"VTR

3"O/W VTR

3"O/W VTR

3"AIR INTAKE TO
WATER HEATER

BELOW

3"EXHAUST FROM
WATER HEATER

BELOW

3"O/W VTR 3"O/W VTR 3"O/W VTR

3"VTR

3"SCH. 80 CPVC WATER HEATER INTAKE
AND EXHAUST TERMINATE AIR INLET WITH

180° BEND FACING DN. INSTALL RAIN
CAP ON EXHAUST OUTLET. INSTALL

INTAKE A MINIMUM OF 18"ABOVE THE
ROOF AND INSTALL THE EXHAUST A

MINIMUM OF 36"ABOVE THE AIR INTAKE.

3"VTR

33

44

55

88

P

22

11

OMKJIHGFECBA LD N

ROOF TYPE 3

2.1

3.1

4.1

4.2

5.1
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7.2

ROOF TYPE 2

ROOF TYPE 1 ROOF TYPE 1
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ROOF TYPE 1

ROOF TYPE 1











 














  










F
IL

E
P

A
T

H
:

D
A

T
E

/T
IM

E
 P

R
IN

T
E

D
:

9
/2

4
/2

0
1

4
 8

:2
1

:1
6

 A
M

P
:\

4
4

4
5

0
5

 G
L

T
C

 O
M

 S
C

H
E

M
A

T
IC

 D
E

S
IG

N
\1

6
. 

C
A

D
\D

W
G

\P
L

B
G

\C
O

M
P

O
S

IT
E

\P
1

0
5















A B

TIP CRL

SCALE:1
ROOF PLUMBING PLAN

3/32" = 1'-0"
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SCALE:2

EYE WASH/ 
EMERGENCY SHOWER DETAIL

FINISHED FLOOR

COLDHOT

SCALE:1 OPERATION AND MAINTENANCE BUILDING - GAS WATER HEATER DETAIL

PET-1

TMV-1

FINISHED FLOOR

P-TRAP

SCALE:3 SCHEMATIC DETAIL - TRAP PRIMER

SCALE:4 GAS CONNECTION TO EQUIPMENT DETAIL

APPLIANCE
REGULATOR

4"

B-2

APPLIANCE
REGULATOR

APPLIANCE
REGULATOR

ANGLE TYPE, BUG
RESISTANT VENT

TERMINATION
FITTING

MAINTAIN 10 FEET
FROM AIR INTAKE

B-1 B-3

APPLIANCE
REGULATOR
(TYP.)

METER SET INCLUDING
REGULATOR PROVIDED
BY UTILITY. BOLLARDS
AND CONNCRETE
PAD PROVIDED BY G.C.

MECH RM
M134

CHASSIS WASH
M1

DIRT LEG
W/ CAP
(TYP.)

UNION
(TYP.)

MECH RM
M134

SCALE:6 NATURAL GAS PIPING SCHEMATIC

SCALE:5 BACKFLOW PREVENTER DETAIL

FLOOR DRAIN

PIPE SUPPORT
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